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DEVELOPMENT SERVICES DEPARTMENT 
ENVIRONMENTAL COORDINATOR 
450 110th Ave NE., P.O. BOX 90012 
BELLEVUE, WA 98009-9012 

 

 

 

 OPTIONAL DETERMINATION OF NON-SIGNIFICANCE (DNS) NOTICE MATERIALS 

 

 
The attached materials are being sent to you pursuant to the requirements for the Optional DNS 

Process (WAC 197-11-355).  A DNS on the attached proposal is likely.  This may be the only 

opportunity to comment on environmental impacts of the proposal.  Mitigation measures from standard 

codes will apply.  Project review may require mitigation regardless of whether an EIS is prepared.   A 

copy of the subsequent threshold determination for this proposal may be obtained upon request. 

File No.  18-120633-LI   
 
Project Name/Address: Cherry Crest Pump Station at 2532 127th Ave. NE  
    
Planner:    Reilly Pittman      
   
Phone Number:   425-452-4350      
 

Minimum Comment Period:  September 13, 2018    
 
Materials included in this Notice: 
 

 Blue Bulletin 

 Checklist 

 Vicinity Map 

 Plans 

 Other:  narrative, photos, rendering 

 
OTHERS TO RECEIVE THIS DOCUMENT:  

 State Department of Fish and Wildlife / Sterwart.Reinbold@dfw.gov; 
 State Department of Ecology, Shoreline Planner N.W. Region / Jobu461@ecy.wa.gov; sepaunit@ecy.wa.gov   
 Army Corps of Engineers  
 Attorney General  ecyolyef@atg.wa.gov  

 Muckleshoot Indian Tribe Karen.Walter@muckleshoot.nsn.us; Fisheries.fileroom@muckleshoot.nsn.us  
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Description of Proposal and Design Intent 

Cherry Crest Pump Station Replacement  

June 26, 2018   

 

Description of Proposal and Design Intent  

Pump Station 

The Cherry Crest Pump Station Replacement project will replace the existing booster pump station.  The 

current booster pump station, constructed in 1984, supplies water from the BV400 Zone Cherry Crest 

Reservoir to the PP550 Zone.  This pump station rarely operates and mainly serves as a back-up source 

when the hydraulic elevation in the Tolt Eastside Supply Line (TESSL) drops below 550 feet or there is 

high demand.  This project is being conducted as part of the City’s ongoing Water Pump Station 

Rehabilitation program (W-91).  The project is needed to replace mechanical and electrical equipment 

that have reached the end of their useful service life, and to ensure the pump station provides a reliable 

supply of water.  The existing pump station will be demolished.     

The project site is located in an area zoned Single-Family Residential (R-3.5; 3.5 dwellings per acre) and is 

consistent with the Comprehensive Plan.  While it is zoned residential, it has never been developed for 

residential use.  The facility provides drinking water to the surrounding area; neighboring properties do 

not serve the same purpose.  Upgrades to the site are necessary for reliable pumping capabilities, so the 

City will be able to continue to provide a secure water supply and adequate fire flow volumes to the 

community.  Continued use of the site for the pump station will not result in increased housing density 

or traffic in the neighborhood, nor be detrimental to the surrounding uses in any way.   

The new pump station would be located on the same site as the existing pump station.  The new pump 

station will be equipped with six pumps, five vertical turbine pumps and one inline vertical pump.  All 

pumps will be equipped with Variable Frequency Drives (VFDs) and controlled based on the pressure in 

the PP670 Zone.  The new pump station will work in conjunction with the existing NE40th / 670 Pump 

Station to serve the PP670, PP600, and PP550 Zones when the TESSL hydraulic elevation is too low to 

feed the zones by gravity.  The new pump station will be housed in an L-shaped 2,050 square foot 

building.  

Off-Site Water Main 

In addition to the pump station replacement, the project proposes to construct approximately 1,800 lf of 

16” water main and 1,200 lf of 8” water main.  The proposed route of the water mains will be north 

from the site within 127th Avenue NE, then west within NE 29th Street, and finally north within 126th 

Avenue NE where the mains will connect to the existing water system within NE 30th Street.  The 

installation of the 16” water main will ensure that the pump station discharge velocities remain below 

the maximum 10 feet per second.  In addition, the proposed 16” water main will alleviate areas of 

reduced available fire flow. 



Building Materials and Color Samples  

Building materials and colors will be determined later in design.  

Amenity Plans/Elevations/Proposed Amenity Chart  

No amenities are planned for this site.  

Bird’s Eye Perspective  

Please see the figure below for an aerial perspective of the site. 
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CONTROL & SITE PREPARATION PLAN

EXISTING CONDITIONS, EROSION 

EROSION CONTROL KEY NOTES:

INSTALL STORM DRAIN INLET PROTECTION PER WSDOT STD

PLAN I-40.20-00

INSTALL HIGH VISIBILITY SILT FENCE PER WSDOT STD PLAN

I-30.16-00

INSTALL TREE PROTECTION FOR TREES TO REMAIN IN PLACE

PER COB BMP T101

INSTALL STABILIZED CONSTRUCTION ENTRANCE PER WSDOT

STD PLAN I-80.10-01

DEMOLITION KEY NOTES:

RELOCATE EXISTING IRRIGATION CONTROL VALVES

REMOVE EXISTING YARD DRAIN

REMOVE S/W AND CURB AND GUTTER FOR S/W & DRIVEWAY

APPROACH IMPROVEMENTS, SEE SHT C-4

ABANDON EXISTING UTILITY

REMOVE EXISTING STORM DRAIN

REMOVE EXISTING TREE

REMOVE EXISTING SHRUBS

SAWCUT

DEMOLISH EXISTING PUMP STATION BUILDING

DEMOLISH EXISTING FENCE

ABANDON EXISTING SAMPLING LINE BETWEEN EXISTING PUMP

STATION AND PROPOSED POINT OF CONNECTION

DEMOLISH EXISTING GATE AND POSTS

LEGEND:

ABANDON

HIGH VISIBILITY FENCE

HIGH VISIBILITY SILT FENCE

REMOVE

REMOVE CONCRETE

REMOVE ASPHALT

REMOVE SHRUB

SAWCUT

PROPOSED CLEARING/GRADING LIMITS

STORM DRAIN INLET PROTECTION

TREE PROTECTION

TREE TO BE REMOVED
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 SURVEY CONTROL 

SITE LAYOUT PLAN AND

BASIS OF BEARING:

WASHINGTON STATE PLANE COORDINATE SYSTEM, NORTH ZONE, NAD

83(2011), AS PRESCRIBED BY THE CITY OF BELLEVUE

BENCHMARK:

BM814

3-1/4" DIAMETER CITY OF BELLEVUE ALUMINUM CAP STAMPED "CITY OF

BELLEVUE - SURVEY MONUMENT" W/PUNCH MARK ATOP 2-1/2"

DIAMETER IRON PIPE IN CASE AT THE INTERSECTION OF NE 24TH ST

AND 126TH AVE NE

ELEVATION = 379.47'

TBM#1

3" BRASS CAP AT TOP OF CURB AT THE WEST SIDE OF 127TH AVE NE,

APPROXIMATELY 459.5' NORTH ALONG ROAD CENTERLINE OF 127TH

AND 11.9' WEST FROM INTERSECTION MONUMENT OF 127TH AVE NE

AND NE 24TH ST

ELEVATION = 408.47'

TBM#2

DHA-50

REBAR AND CAP AT THE EAST SIDE OF 127TH AVE NE, APPROXIMATELY

13.1' EAST AND 3.1' NORTH FROM THE INTERSECTION OF 127TH AVE

NE AND NE 26TH ST

ELEVATION = 423.27'

INTRUMENT USED:

THE PRIMARY MEASUREMENT EQUIPMENT UTILIZED IN THE

PERFORMANCE OF THIS SURVEY WAS A LEICA MS-60 ELECTRONIC

TOTAL STATION, SN# 624750

METHOD USED:

CONVENTIONAL FIELD TRAVERSE TECHNIQUES

HORIZONTAL DATUM:

CITY OF BELLEVUE DATUM

NAD_1983_HARN_STATE PLANE NORTH (FIPS 4601)

VERTICAL DATUM:

NAVD88, US FEET AS PRESCRIBED BY CITY OF BELLEVUE

CONTOUR INTERVAL:

(1') ONE FOOT CONTOURS

405

INTERSTATE

VICINITY MAP
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CURB AND GUTTER

PROPOSED PRV
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CONNECTION

PROPOSED ROOF DOWNSPOUT

INFILTRATION TRENCH

PROPOSED TYPE 1 CB

PROPOSED TYPE 1 CB

REMOVE EXISTING ASPHALT

NEW ASPHALT, TYP

REPAVE EXISTING ASPHALT

PROPOSED METER VAULT

DEMOLISH EXISTING PUMP STATION BUILDING

AND CONVERT TO LANDSCAPING

N233626.60

E1310914.61

N233626.60

E1310864.61

EX. R/W

PROPOSED 20' DRIVEWAY PER

COB STD DWG SW-170-1

DOUBLE SWING

BARRIER GATE

N233606.53

E1310912.36

N233606.53

E1310858.97
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3" BRASS BAP WITH

STAMPED BM

PROPOSED SEISMIC

VALVE VAULT
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SITE PIPING PLAN

405

INTERSTATE

VICINITY MAP

PROPOSED PUMP STATION

2,050 SF

SITE PLAN B

PROPOSED 6"

STORM DRAIN

PROPOSED 12"

WATER LINE

PROPOSED INFILTRATION

TRENCH FOR ROOF

DOWNSPOUTS

PROPOSED TYPE 1 CB, TYP

PROPOSED 2" SANITARY

SEWER FOR FLOOR DRAINS

PROPOSED RAIN

GARDEN

ROW LINE

PROPOSED 16"

WATER LINE

EX. EDGE OF

ASPHALT

TOTAL IMPERVIOUS AREA: 8,010 SF

PROPOSED 12"

WATER LINE

CENTERLINE OF ROW

TREE TO REMAIN, TYP

EX. ROLLED CURB

AND GUTTER

PROPOSED SIDEWALK PER

COB STD DWG SW-110-1

PROPOSED ROLLED

CURB AND GUTTER

PROPOSED 20' DRIVEWAY PER

COB STD DWG SW-170-1

LEGAL DESCRIPTIONS:

1546800110: PLAT LOTS 1,2,3,4 OF PLAT BLOCK 6, CHERRY CREST #2

2125059101: W 100 FT OF N 1/2 OF SW 1/4 OF SE 1/4 OF SE 1/4

PAVEMENT RESTORATION REQUIREMENT:

127TH AVENUE NE IS DESIGNATED AS A GRIND/OVERLAY STREET PER

THE CITY'S 2018 TRENCH RESTORATION MAP

PROPOSED

PRV VAULT

1 1

PROPOSED

METER VAULT

PROPOSED WATER QUALITY

SAMPLING LINES

PROPOSED

SEISMIC

VALVE VAULT
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MSAXYSTATIONX TITLEHEADER HEADER HEADER HEADERDATA

A1 A2 A3 A4

A5

B1 B3B2 B4 B5 B6

B7 B8

A

1

+

0

0

C1+00

C1+50

1

6

"

 

W

12" W

1
2
"
 
W

City of

Bellevue

CHERRY CREST

PUMP STATION REPLACEMENT

 UTILITIES DEPARTMENT

1145 BROADWAY

TACOMA, WA 98402

P 253.627.1520

Murraysmith

www.murraysmith.us

PRELIMINARY ONLY

DO NOT USE FOR CONSTRUCTION

May 2018

60% SUBMITTAL

STA X1+00 TO STA X6+00

PZ670 WATER MAIN PLAN & PROFILE

VICINITY MAP

PZ670 WATERLINE PROFILE

SCALE: 1"=20' H; 1"=5' V

PLAN

SCALE: 1"=20'

M
A
T
C
H

L
I
N

E
 
 
S
T
A
 
X
6
+

0
0

S
E
E
 
S
H

E
E
T
 
W

-
3

CONTINUATION

SEE C SHEETS

 W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W 
 W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W 

GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS

relocate gas main between sewer
& proposed water main trench

Proposed 16" water line

Proposed 8" water line

SEPA REVIEW



MSAXYSTATIONX TITLEHEADER HEADER HEADER HEADERDATA

A1 A2 A3 A4

A5

B1 B3B2 B4 B5 B6

B7 B8

City of

Bellevue

CHERRY CREST

PUMP STATION REPLACEMENT

 UTILITIES DEPARTMENT

1145 BROADWAY

TACOMA, WA 98402

P 253.627.1520

Murraysmith

www.murraysmith.us

PRELIMINARY ONLY

DO NOT USE FOR CONSTRUCTION

May 2018

60% SUBMITTAL

STA X6+00 TO STA X11+00

PZ670 WATER MAIN PLAN & PROFILE

VICINITY MAP

PZ670 WATERLINE PROFILE

SCALE: 1"=20' H; 1"=5' V

PLAN

SCALE: 1"=20'

M
A
T
C
H

L
I
N

E
 
S
T
A
 
X
6
+

0
0

S
E
E
 
S
H

E
E
T
 
W

-
2

M
A
T
C
H

L
I
N

E
 
 
S
T
A
 
X
1
1
+

0
0

S
E
E
 
S
H

E
E
T
 
W

-
4

 W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W  W 

GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS GAS

SEPA REVIEW



MSAXYSTATIONX TITLEHEADER HEADER HEADER HEADERDATA

A1 A2 A3 A4

A5

B1 B3B2 B4 B5 B6

B7 B8

City of

Bellevue

CHERRY CREST

PUMP STATION REPLACEMENT

 UTILITIES DEPARTMENT

1145 BROADWAY

TACOMA, WA 98402

P 253.627.1520

Murraysmith

www.murraysmith.us

PRELIMINARY ONLY

DO NOT USE FOR CONSTRUCTION

May 2018

60% SUBMITTAL

STA X11+00 TO STA X16+00

PZ670 WATER MAIN PLAN & PROFILE
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STA X16+00 TO STA X19+00
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PUMP STATION ELEVATIONS

NOT TO SCALE

NOTICE

IF THIS BAR DOES 

NOT MEASURE 1"

THEN DRAWING IS 

 

ELEVATION - SOUTH

SCALE: 1/4"=1'-0"

ELEVATION - NORTH

SCALE: 1/4"=1'-0"

ELEVATION - WEST

SCALE: 1/4"=1'-0"

3

12

4.9

12

GUTTER, TYP

FLOOD LIGHT, TYP

METAL DOWNSPOUT

ANCHORED TO WALL,

TYP OF 3
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ROLL UP DOOR

DOUBLE DOOR, 6'x7'

STANDING SEAM INSULATED
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NON FREEZE WALL

HYDRANT

4'X4' PUMP ACCESS

SKYLIGHTS, TYP,

SEE SPECS

FINISH TO MATCH

GABLE ENDS

SPLIT FACE CMU, TYP

BRICK VENEER

FLOOD LIGHT, TYP

CEMENT FIBER

BOARD, TYP

STANDING SEAM INSULATED

METAL ROOF

ELEVATION - EAST
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DRAINAGE PLAN

SITE GRADING, PAVING AND

INFILTRATION GALLERY DRAIN &

RAIN GARDEN DRAIN SCHEDULE:

N233625.18, E1310922.35

TYPE 1 CB W/SOLID LID

RIM: 391.35

IE 6" IN(W)=389.85

IE 6" OUT(N)=389.85

IE 6" OUT(E)=389.85

N233596.46, E1310855.98

TYPE 1 CB

RIM: 392.50

IE 6" OUT(W)=390.00

IE 4" IN (N)=390.84

N233587.44, E1310772.96

EX. SDMH-48"

RIM: 396.12

IE EX. 12" (N)=387.47

IE EX. 12" (N)=386.12

IE EX. 12" (S)=386.12

IE 6" IN (E)=388.33

PUMP STATION FLOOR DRAINS TO

SANITARY SEWER PIPING SCHEDULE:

N233644.77, E1310830.14

1-2" 45° BEND

N233641.47, E1310826.84

1-2" 45° BEND

N233641.47, E1310808.63

1-2" 45° BEND

N233630.36, E1310797.34

1-2" 45° BEND

N233630.45, E1310785.59

1-6"x2" REDUCER

1-6" WYE

CLEANOUT TO GRADE

1

2

405

INTERSTATE

VICINITY MAP

PROPOSED PUMP STATION

PROPOSED CLEARING/GRADING LIMITS

ROOF DOWNSPOUT INFILTRATION

TRENCHES PER COB STD DWG

NDP-23

PROPOSED SANITARY SEWER

FOR FLOOR DRAINS

1

2

FF = 394.00

EXISTING ASPHALT

TO BE REPAVED, TYP

PROPOSED 20' DRIVEWAY PER

COB STD DWG SW-170-1

394.06

396.16

393.52

393.79

394.00

396.15

394.00

402.63±ME

402.32

GRADE BREAK

402.37±ME

402.22
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399.62

398.38

401.48

397.96

398.26

397.93

399.62

398.26

393.52

399.12

392.50

392.50

392.50

392.50

CONNECT 4"FD

AT THIS POINT

IE=392.50

ASPHALT PAVEMENT

ROOF DRAIN CONNECTION

3

3

RAIN GARDEN PER SHEET L-2

S1

S1

S2

S3

S4

S5

S2

S3

S4

S5

PERMIT REVIEW



APPRBYDATENO

CHECKED BY 

DRAWN BY  

DESIGNED BY DATE

DATE

DATE SEC TWP RGE

City of 
Bellevue

 UTILITIES DEPARTMENT

RVLA, inc., p.s. 
33109 SE 110th street 
Issaquah, WA 98027 
phone • 425 222-7645 
e-mail • rvla@comcast.net

Approved By

UTILITIES ENGINEERING MANAGER

PROJECT MANAGER

DATE

DATE

SHT OF

RV

RV 11/13/15

11/13/15

CHERRY CREST 
PUMP STATION REPLACEMENT

52521
4/6

/1
9

ST
AT

E O
F WASHINGTON

LICENSED LANDSCAPE A
RC

HI
TE
CT

RIC

HAR
DB.VANDEMARK

NO. 481 EXP.

60% SUBMITTAL
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SCALE
0 10 15 20 30

LANDSCAPE RESTORATION PLAN

Botanical Name Common Name Size Quantity Comments 
TREES 
Acer circinatum Vine Maple 
Acer macrophyllum Big Leaf Maple 
Cornus nutallii Pacific Dogwood "Eddie's White Wonder' 
Prunus emarginata Bitter Cherry 
Rhamnus purshiana Cascara 
Sorbus sitchensis Western Mountain Ash 
 
SHRUBS 
Cornus sericea Red-twig Dogwood 
Cornus sericea "Flaviramea" Yellow-twig Dogwood 
Cornus sericea "Kelseyi" Small Red-twig Dogwood 
Corylus cornuta Hazelnut 
Gaultheria shallon Salal 
Oemleria cerasiformis Indian Plum 
Philadelphus lewisii Mock Orange 
Physocarpus capitatus Pacific Ninebark 
Polystichum munitum imbricans Sword Fern (Sun Form) 
Ribes sanguineum Flowering Red Currant 
Rubus parviflorus Thimbleberry 
Smilacina racemosa False Soloman's Seal 
Spirea betulifolia Shiny-leaf Spirea 
Spirea douglasii Hardhack 
Symphoricarpus alba Snowberry 
 
FORBS 
Aruncus dioicus Goatsbeard 
Heuchera micrantha Alum Root 
Penstemon procerus v. procerus Little Flowered Penstemon 
Viola sempervirens Evergreen Violet 
 
RAINGARDEN 
Aquilegia formosa Red Columbine 
Athyrium filix-femina Lady Fern 
Polystichum munitum Sword Fern 
Lupinus polyphyllus Large-leaf Lupin 
Mahonia nervosa Cascade Mahonia 
Penstemon serrulatus Coast Penstemon 
Sidalcea hendersonii Henderson's Mallow 
 
GROUNDCOVER 
Fragaria chiloensis Coast Strawberry

Note: All plant installation to take place between October 15 - March 1st unless authorized by the Engineer and 
Owner. 
 
Maintenance: Enhancement site will be added to the Forest Management maintenance inventory and will be 
watered and maintained for a minimum of 3 years 
 
1.  Compost: Cedar Grove Compost or equivalent product.  100% vegetable compost with no appreciable 
quantities of sand, gravel, or sawdust. 
 
2.  Fertilizer: Slow-release granular, phosphorus-free fertilizer.  Follow manufacturer's instructions for application.  
Keep fertilizer in a weather-tight container while on site.  Note that fertilizer is not to be applied in the first year. 

Shaded tone area indicates extent of area to be 
cleared, grubbed, excavated and to receive 
new topsoil as indicated on Detail ?, Sheet L-? 
(approx ? SF).

Plant Schedule

Soil/Mulch Symbol 
Toned area indicates extent of area to be cleared, grubbed, excavated and to receive 
new topsoil & mulch to the depths indicated on the attached details. 
 
SUPPLEMENTAL topsoil mix shall be a 80% washed sand & 20% pure compost.  The 
soil shall be high in organic content and comprised of fully composted and mature organic 
materials. No fresh sawdust or other fresh wood by-products shall be added to extend the 
volume after the composting process. 
 
Bark mulch shall consist of Pacific Garden Mulch (Pacific Topsoils ph: 1-800-884-SOIL)

Shaded tone area indicates extent of 
area to be cleared, grubbed, 

excavated and to receive new topsoil 
as indicated on Detail ?, Sheet L-? 

(approx ? SF).

A

H

P

V

Cornus nutallii

place 3" topsoil and 2" 
mulch in this area

place 3" topsoil and 2" 
mulch in this area

place 3" topsoil and 2" 
mulch in this area

place 3" topsoil and 2" 
mulch in this area



Cherry Crest Pump Station Existing Site Photographs  
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